OFFICTAL PUBLIC ANALYST'S LABORATORY REPORT
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Lab Ref Num ber:WAB77-2013 Date Printed: 17/04/2013

DRINKING WATER REGULATIONS S.1. No. 278 OF 2007:- AUDIT MONITORING (Chemical Analysis)

Name of Supply: Private Authority  Privam
Sampling Point:  Kitchen Tap @ M. Shicls, Kiltiernan GWS
Requested by:  Michael Murphy

Receipt Number  WI128448

Date & Time Sampled 09042013 14:30:00 Date Received: 09-April-2013
REPORTTO:  Michael Murphy
Caheradoo
Kilenlaan
Co. Galway
Test Mo, Parameter Parametric ¥alue Method No. Units Result Date Tested
38  *Odour Acceptable to AL Chlorine 09/04/2013
~ 33 Colour Pt-Co consumers and no /6 mg/L <20
46 Turbidity abnormal change, 217 NTU 0.3
35 Hydrogen lun 6.5-9.5 oL pH Units 7.3
34 Conductivity & 20°C 2500 18 pSiem 653
29 Alominium as Al 200 /46 uaL I5
20 Nitrate as NOs 50 2437 mz/L. 9.0
21 Nitrite as NOs 050 2137 mg/L =02
30 Ammonivm as NHs 050 2137 mg/T. =103
36 Iron as Fe 20d) 2746 pgl <20
37 Manganese as Mn =0 146 pg'L <20
12 Copper as Cu 1 2146 mg/L. =104
10 Cadmium as Cd 5 2146 pelL <10
17 Lead as Pb 23 /46 pa'l <4.0)
5 Arsenic 25 As 10 2746 pgL 4.0
11 Chromium as Cr 50 2/46 gl 4.0
19 Wickel as Ni 20 246 pa'l 4.4
25 Selenium as Se in /46 ug/L <4.0
8 BoronasB 1.U 2/46 mg/L =0.02
Zinc as ¥n 2/46 meg/L =ii4
4 *Antimony as 5b 3.0 2/46 pg/Ls =<1
Total Chlorine as C1 2710 mg/L 0.35 09/ 042013
*Total Hardness as CaC0s 2/42 mg/L 385
#Fotal Alkalinity as CaCO: 2043 mg/L 348
*Remarks

The chemical analysis denotes an excessively hard water, The parametzrs analysed comply with the Drinking Water Regulation limits,
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